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GRANITE CITY STEEL WWTP 

Compliance Sampling Inspection ^ 

GENERAL INFORMATION ^ x^ 

Date: December 5. 1990 ^ % -P^ % ^ 

Interviewed: Mr. Carl Cannon, GCS-EQC Q̂ 'ĥ  \ ^ %^ 
Mr. Tom Mahl, GCS-EQC - ^ J ^ - %^ 

NPDES Permit: IL0000329 <^'• V 

Basin Code: JNF-01-119 

PRELIMINARY TREATMENT 

Oil Ski tuning: The two i n l e t channels to the lagoon system are gated and 
ba f f led fo r o i l re tent ion. Four portable rope type and two mop type surface 
skiiraners were located in the steelworks channel. Five of these were in 
operation at the lower end while one mop type was fu r ther upstream. No 
skimming i s presently required in the b last furnace channel. The co l lec ted 
o i l i s disposed of by Heritage. 

Blast Furnace Pond: This in ternal two ce l l system was constructed under 
Agency pennit #1963-EB-1030 and placed in service i n 1985. Each ce l l i s 300 
by 160 f t . and enclosed by a porous 6 f t . high berm made of s lag. At the base 
of tha perimeter berm an 18 i n . wide concrete co l lec t ion di tch i s used f o r 
conveying the seepage to the 20 i n . t ransfer l i n e t r i bu ta r y to tlie steelworks 
lagoon. A small port ion of t h i s seepage was missing the co l lec t ion d i tch at 
the entrance ramp and f lowing overland to the steelv/orks channel. The #1 c e l l 
v«s nearly f u l l of sol ids from the dredging of the steelworks channel. The #2 
side had remaining capacity. 

I so la t ion Pond: This pond, which has not received process water fo r a t least 
iU years, i s now scheduled for f i l l i n g . This 10 ac. pond was cleaned l a s t 
sumr.er by Helmkamp with the material disposed of i n the section 3 l a n d f i l l . 
Clean f i l l i s to be used over the years to b a c k f i l l the pond s i t e . 

BIOLOGICAL TREATMENT 

Three individual waste streams are treated biologically prior to combining and 
passing through the physical-chemical portion of the plant. 

Stabilization Lagoons: The two parallel lagoons, which receive segregated 
n o w from the steelworks and blast furnace areas of the mill, appeared 
satisfactory. The steelworks lagoon was open water with very good clarity. 
The blast furnace lagoon was also open water which is unusual for this time of 
year. Normally there is a partial ice cover. The water was fairly clear with 
no unusual coloration. The lagoons are driven around daily and any shoreline 
oil accumulation is removed. The steelworks lagoon has an area of 
approximately 100 acres. The blast furnace lagoon has an area of 
approximately 250 ac. and also receives the discharge of the biological 
treatment system. 
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The lagoon flows combine at the recycle pump s ta t ion fo r discharge back to the 
m i l l . Slowdown water i s pumped to the phys/chem system. No operational 
problems were reported wi th th is pump system. The mechanical screen ahead of 
the pumps was i n service and i t s operation appeared sa t is fac tory . The lagoon 
emergency discharge gates in the ou t fa l l s t ructure were also viewed. These 
steel plates were in place and no leakage was noted. 

Act ivated Sludge System: Flow from the coke by-products plant ammonia s t i l l 
i s t reated p r io r to discharge to the lagoon system. This occurs at the 
b io log ica l system equipped fo r f low equal izat ion, emergency in f luent storage, 
temperature and pH adjustment, and nut r ient add i t ion . For sludge handl ing, a 
decant tank and vacuum drying bed are provided wi th u l t imate disposal a t the 
mi l l section 3 l a n d f i l l . 

The two aerat ion tanks were in service with the to ta l f low being approximately 
ICO gpm. The flow s p l i t appeared even. The o r ig ina l flow meters at the head 
of each were not in service and the i r use has ceased. A new Fischer meter has 
been i ns ta l l ed at the #2 tank i n l e t and th is read 50 gpm. Chemical addi t ion 
consists of phosphoric acid at a rate of 6 ga ls . /day, soda ash at 
approximately 3600 lbs/day, and Nalco 7460 anti-foam agent at a 2 gal. /day 
ra te . According to Mr. Cannon, the su l fu r i c acid feed has not been required. 

The aeration tanks were a deep brown color wi th minimal surface foam 
product ion. The mixing/aerat ion in each appeared sat is fac tory a t a D.O. o f 
3.6 in #1 and 2.4 in #2. The mixed l iquor i s presently maintained at a MCRT 
of approximately 100 days. During the v i s i t the MLSS were reported at 3600 
and 65C0. Probes are also provided for temperature and pH. The #1 un i t was 
in operation at a temperature of 90° F and a pH of 7.07 un i t s . The #2 
values were a temperature of 90° F and a pH of 7.30 un i t s . 

The in tegra l c l a r i f i e r s were turb id in appearance and the e f f luent was ladened 
with so l ids . This i s normal as the e f f luent TSS from these units i s rout ine ly 
in the 200 mg/1 range. No problems were reported wi th the c l a r i f i e r 
mechanical equipment. Sludge i s returned to the aeration tanks a t a 100 
percent ra te with the waste bas ica l ly being the e f f luen t sol ids loss. This 
operating scheme i s u t i l i z e d to maintain an age of approximately 100 days. 

Physical/Chemical System: The lagoon flows combine and are discharged to the 
f i l t r a t i o n un i t pr ior to discharge to Horseshoe Lake. This plant i s also 
equipped f o r ch lo r ina t ion /su l fona t ion , however, break point ch lor inat ion has 
not been necessary fo r su f f i c i en t ammonia removals. Aiimonia values are 
rout ine ly monitored and should a spike occur, the e f f l uen t i s diverted from 
the lake and in to the lagoons. During the inspect ion, the e f f luent anmonia 
was 0.53 rag/1 a t a pH of 7.59 un i t s . The e f f l uen t temperature was 51° F. 

The e ight sand f i l t e r ce l l s were in operation and appeared sa t is fac tory . 
According to Mr. Cannon, the only required major maintenance on the f i l t e r was 
paint ing a l l exposed metal surfaces th i s past summer. Each ce l l i s set f o r a 
fas t dra in p r io r to backwashing. This discharges to the steelworks lagoon via 
the backwash holding pond. 
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The eff luent discharges to the lake by a flume type channel which is equipped 
with a Parshall flume. An ultrasonic measuring device has been instal led in 
place of the f loat type uni t . This reportedly caused winter operating 
problems due to ice forming on the f loa t . The meter was last calibrated on 
May 19, 1990. A 22.385 mgd flow was reported as yesterday's to ta l . 

Solids Handling: The f i l t e r backwash water is discharged to the adjacent 
holding pond where the l iqu id fraction is transferred to the lagoon system and 
the solids are transferred to the nearby sludge holding areas for natural 
dewatering. This solids transfer reportedly is done every three to four 
years. The adi jcent #3 area is triangular in shape and has a 1.8 ac. surface 
area. This area was cleaned by G.G. Wolfe Co. this past year. The solids 
were disposed of at the section 3 l a n d f i l l . 

The #4 dewatering area is located adjacent to the steelworks lagoon. This has 
a 5.5 ac. surface area and has been ut i l ized to receive the solids being 
dredged from the steelworks lagoon in le t . The Mudcat w i l l later be moved back 
to the blast furnace lagoon In let and that area re-dredged. This dredging is 
an almost continual operation. 

Aeration Tank: Domestic sewage generated at the WWTP is discharged to an 
aerated tank and previously was discharged to the phys/chera system. This tank 
is now pumped every other day by Stamps Sewer Service and transported to the 
City WWTP for disposal. 

RECORDS & REPORTS 

Sample Collection: Effluent composite samples are collected using an American 
SigiM unit which is refrigerated. The unit is housed in the control/equipment 
building with the suction l ine tapped into the discharge piping. The lake 
sample for un-ionized anmonia 1s collected off of the blast furnace lagoon 
berm at the gate down flow from the phys/chem ou t fa l l . 

Effluent Quality: The discharge to Horseshoe Lake routinely complies with the 
permit l imi tat ions. The last notice of non-compliance concerned a December 3, 
1990 daily maximum exceedence for fecal coliform. This is not uncommon and is 
attr ibuted to the waterfowl which land on the two lagoons. The adjacent 
Horseshoe Lake is a major area waterfowl hunting si te due to being within the 
Mississippi flyway. A review of a l l 199C DMR's indicates that fecal collform 
was the only parameter to be exceeded. 

As part of the Inspection, an eff luent composite sample was collected and 
s p l i t . The Agency analysis results were received on February 1, 1991 and are 
noted on laboratory report sheet B017940. These results and those submitted 
as the December DMR daily maximum values are l is ted as follows: 
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IEPA DMR 

BCD 4 11 
TSS 4 16 
O i l IK 5K 
Fe 0.546 1.7 
Pb Q.05K O.IK 
Zn 0.05K O.IK 
Cyanide O.CIC O.IK 
Phenol 0.005K O.IK 
Anmonia 0.19 1.4 
F. Co l l - 540 
pH 8 . 1 -3.3 

K = Less Than 

All results reported as mg/1 except for pH, which is reported as standard 
units. 

Laboratory: Analyses are performed in the EQC laboratory for NPDES reporting 
and the QC program reportedly remains unchanged from that noted in previous 
reports. Operational testing Is conducted in the WWTP laboratory using a 
Nessler distillation and Spectronic 20D for ammonia, a Yellowstone dissolved 
oxygen meter, and a Coming 125 pH meter. 

Reports: Monthly discharge monitoring reports are routinely received in a 
timely manner. Notices of non-compliance are also received when required. 
Prior to the written notice, this regional office is informed of the excursion 
by telephone. 

Permit Renewal: According to Mr. Cannon, the renewal application was 
submitted on November 10, 1987. Environmental Analysis conducted the routine 
inorganics, ESE conducted the biomonitoring, Hazleton Laboratories conducted 
the Ames, and Enviropact conducted the priority pollutant anaylsis. The draft 
permit has been submitted to USEPA for their review, but their concurrence has 
not yet been received. The most recent public notice of the permit is dated 
November 1, 1990. 

Mr. Cannon also mentioned that a zone of initial dilution and mixing zone 
study has been completed and submitted to the Agency's permit and planning 
sections. This work was done by ERM-North Central. A biological assessment 
of Horseshoe Lake has been conducted by ESE and a draft report prepared. Once 
the report is finalized, it also will be submitted to the Agency. 

SUMMARY 

The wastewater treatment f ac i l i t i es are generally well operated and 
maintained. Compliance with the l imitations of the permit is routine, aside 
from an infrequent excursion. This includes the analysis and reporting of the 
internal OOIA discharge and of the Mississippi River intake water. 
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The only recoraojendatlon would be to divert a l l seepage at the blast furnace 
pond (dewatering areas #1 and #2) into the col lection di tch. 

During the inspection, the status of the #2 continuous caster was discussed 
since the November public notice is based on i t s use. Prior to i t s operation, 
the proposed effluent l im i t for lead is an average of 0.2 and a 0.4 dai ly 
naxiiBum. After start-up of the #2 caster, the lead l imitat ion w i l l become a 
0.1 ng/1 daily fflaxlnum. The proposed permit also cal ls for the Agency to be 
not i f ied of when the caster is placed in service. According to Mr. Cannon, 
the I n i t i a l run of the #2 caster was on December 1st with fu l l operation 
scheduled to begin by March. The blooming mi l l Is to be taken out of 
operation at that time. 

J . N. Mahlandt, P.E. 

JNN:cas/0705W 

cc: OWPC - Cc 
cc: DWPC/CAS - Barb Conner̂  
cc: OWPC - CoUinsvil le / 


